
                                                            PLC Connection Guide  

ABB TOTALFLOW FCU 

Supported Series: ABB TOTALFLOW FCU 

Website: http://new.abb.com/us 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type ABB TOTALFLOW FCU  

PLC I/F Ethernet   

Port no. 10000   

PLC sta. no. 0   

Device Address: 

Bit/Word Device type Format  Range Memo 

B BIT DDD.DDD.DDDD 0 ~ 255.748.3647  

B W_BIT DDD.DDD.DDDDdd 0 ~ 255.748.364715  

Byte BYTE DDD.DDD.DDDD 0 ~ 255.748.3647  

W WORD DDD.DDD.DDDD 0 ~ 255.748.3647  

DW DWORD DDD.DDD.DDDD 0 ~ 255.748.3647  

W STRING DDD.DDD.DDDD 0 ~ 255.748.3647  

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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