I_T‘a‘.* WE!NTEK PLC Connection Guide

Siemens TI565

Supported Series: SIMATIC TI565
Website: http://www.siemens.com/entry/cc/en/

HMI Setting:

Parameters ‘ Recommended ‘ Options ‘ Notes ‘
PLC type SIMATIC T1565

PLC IIF RS232 RS232, RS485 4W

Baud rate 19200 19200

Data bits 7 7

Parity Odd Odd

Stop bits 1 1

PLC sta.no. |0 Does not apply

Device Address:

Bit/Word ‘ Device type | Format

B CR DDDDD 1 ~65535 Internal Relay

B X DDDDD 1~ 65535 Discrete Input Coils

B Y DDDDD 1~ 65535 Discrete Output Coils

W \/ DDDDD 1~ 65535 User Data Registers

DW VD DDDDD 1~ 65535 User Data Registers (32bit)
W STW DDDDD 1~ 65535 Status Word Registers

W TCP DDDDD 1 ~65535 Timer/Counter Preset Values
W TCC DDDDD 1 ~65535 Timer/Counter Current Values
W WX DDDDD 1~ 65535 Word Discrete Inputs

W WY DDDDD 1~ 65535 Word Discrete Outputs
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Wiring Diagram:

RS-232 25P D-Sub (Diagram 1 ~ Diagram 3)

Diagram 1

cMT Series cMT3071/cMT3072/cMT3090/cMT3103 / cMT3151
eMT Series eMT3070/eMT3105/eMT3120/eMT3150
‘MTiE  MT8073iE/MT8102E
MTXE  MT8092xe
‘MTiP  MTe103iP/MT8102P

 comM1 | com3 C Reazs |
RS232 RS232 25P D-Sub
9P Female @ 9P Female Male
Rx 2 8 < > 2TX
Tx 3 7 < > 3 RX
GND 5 5 < > 7 GND
> 4
> 5
> 6
> 8
> 20
Diagram 2
cMT Series cMT-SVR / cMT-G01/cMT-G02 / cMT-HDM / cMT-FHD
wmv omv
MT4E  MTB8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE /

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE /
MT8101iE / MT8102iE / MT8103iE

MT-XE MT8121XE / MT8150XE / MT8090XE
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PLC
CoM1 RS232
RS232 25P D-Sub
9P Female Male
Rx 2 < > 2TX
Tx 3 < > 3 RX
GND 5 < »  7GND
o
5
> 6
> 8
> 20
Diagram 3
MT-iE MTB8050iE / MT8053iE
‘MTP  MT6051iP/MT8051iP / MT6071iP / MT8071iP
PLC
CoMt1 RS232
RS232 25P D-Sub
9P Female Male
Rx 9 < > 2TX
Tx 6 < b 3 RX
GND 5 < p 7 GND
4
I
> 6
> 8
> 20
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RS-232 9P D-Sub (Diagram 4 ~ Diagram 6)
Diagram 4

cMT Series

cMT3071/cMT3072/cMT3090/cMT3103 /cMT3151

eMT Series eMT3070/eMT3105/eMT3120/ eMT3150
MTSE  MT8073iE/MT8102E
MT-XE  MT8092xe
‘MTiP  MTe103iP/MT8102iP¢
COM1 COMS3 RS232
RS232 RS232 9P D-Sub
9P Female | 9P Female Male
Rx 2 8 < > 3TX
Tx 3 7 < > 2 RX
GND 5 5 “ > 5 GND
s
8
> 1
> 4
> 6
Diagram 5
cMT Series cMT-SVR / cMT-G01/cMT-G02 / cMT-HDM / cMT-FHD
mv mTv
MTSE  MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE /

MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE /

MT8101iE / MT8102iE / MT8103iE

MT8121XE / MT8150XE / MT8090XE
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PLC
CoM1 RS232
RS232 9P D-Sub
9P Female Male
Rx 2 < P 3TX
Tx 3 < = 2 RX
GND 5 < b 5 GND
o
8
> 1
> 4
> 6
Diagram 6
MT-E MT8050iE / MT8053iE
‘MTiP  MT6051iP/MT8051iP/ MT6071iP/ MT8071iP
PLC
CoMt1 RS232
RS232 9P D-Sub
9P Female Male
Rx 9 < > 3TX
Tx 6 < b 2 RX
GND 5 < = 5 GND

v

\ 4

A
O =0
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RS 485 4W 8P Mini-Din (Diagram 7 ~ Diagram 10)

Diagram 7
cMT Series cMT3151
eMT Series eMT3070 / eMT3105/eMT3120/eMT3150
MTSE  MT8070iE / MT6070iE / MT8100iE / MT8121iE / MT8150iE
MT-XE  MT8121XE/MT8150xe
COM1 RS485 4\W
RS485 4W 9P Mini-Din
9P Male Male
Rx- 1 < P 7 TXD-
Rx+ 2 < P 1 TXD+
Tx- 3 < - 8 RXD-
TX+ 4 < P> 5 RXD+
GND 5 < > 6 GND
Diagram 8
cMT Series cMT-SVR / cMT-G01/cMT-G02 /cMT-HDM / cMT-FHD
mv omTv
HMI PLC
COM2 RS485 4W
RS485 4\W 9P Mini-Din
9P Female Male
Rx- 7 < & 7 TXD-
Rx+ 6 < B 1 TXD+
Tx- 9 < = 8 RXD-
TX+ 8 < P 5 RXD+
GND 5 < > 6 GND
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Diagram 9
cMT Series cMT3071/cMT3072 / cMT3090 / cMT3103
MT4E  MT8071iE / MT6071iE / MT8072iE / MT6072iE / MT8073iE /
e MTB101E / MTE102IE / MTB103IE.
MT-XE MTB8090XE / MT8092XE
MTiP  MT6071iP/MT8071iP/ MT6103iP / MT8102iP
PLC
COM2 RS485 4W
RS485 4W 9P Mini-Din
9P Male Male
Rx- 1 < = 7 TXD-
Rx+ 2 < B 1 TXD+
Tx- 3 < > 8 RXD-
TX+ 4 < > 5 RXD+
GND 5 < > 6 GND
Diagram 10
MT-iE MT8050iE / MT8053iE
‘MTiP  MT6051iP/MT8OS1IP
PLC
COM1 RS485 4W
RS485 4W 9P Mini-Din
9P Female Male
Rx- 1 < P 7 TXD-
Rx+ 2 < B 1 TXD+
Tx- 3 < > 8 RXD-
TX+ 4 < > 5 RXD+
GND 5 < B 6 GND




